
1618 HEADLAND DB.

FENTON, MO 63026
(636) s43-6006
(636) 343-6051 FAX

BALLABS CERTIFIED TEST REPORT NO.: 1"9564. 0 A DATE LO/a9/L6
PREPARED FOR: CHAMELEON IJIGHTING - ELLISVfLLE, MO

DESCRfPTION: 1-40 LM561B PLUS 3000K LED 4.375"DIA ARRAY WALL SCONCE
WHITE REFI,ECTOR W/11'' WHITE FROST ACRYIJIC BUBBLE DfFFUSER
ERP LED DRIVER #ESSO2OW-06OO_27

CATALOG NBR: WC8-6OO-30-8/CL-WC8-W
LAMP TYPE : LM561BPLUS 3000K

INPUT VOLTAGE (V) 120.0
INPUT CURRENT (A) 0.1415
INPUT WATTS (W) L6.826
POWER FACTOR 0 .99]-2
THDv (%) 0.187
THDi (%) 77.821
LUMINOUS EFFICACY-LPW 79.6
LI]MINOUS FLUX- LUMENS 1340
CHROMA x 0.4185
CHROMA v 0.3874
CHROI4IA u o.2458
CHROMA v a.3472
DELTA uw (Duv) 0 .0043
CORR COLOR TEMP (K) 31 93
COLOR REND INDEX (RA) 85.83
COLOR REND INDEX (R9) 23.9
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Data collected utilizing a Labsphere
integratingt sphere and 2100 spectroradiometer.
Calibration of the spectroradiometer-sphere
is traceab].e to the Nationa1 Institute of
Standards and Technology.
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